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Installationsanvisning/Assembly instruction
Art nr: 121351 / 121353 / 121361 / 121363 / 121371 / 121373 

Installation: 
1. Försäkra er om att spänning och frekvens på armaturen och nätet överensstämmer. 
2. Börja med att markera i taket för krokar enligt hålbilden i stagens formation. 
3. Häng armaturerna upphängningsbygeln. 
4. Justera höjden så att alla armaturer hänger i samma nivå, fig.1. 
5. Montera stagen över armaturerna så att de fixeras i hålen enligt fig.2. 
6. Anslut takkontakterna, alternativt anslut till kopplingsplinten.  

Installation: 
1. Ensure that voltage and Hz on the fixture and mains voltage are the same. 
2. Start by marking in the ceiling for hooks according to holes in the rail. 
3. Hang the fixture in the ceiling hook. 
4. Adjust the height so that all luminaires hang at the same level, fig.1. 
5. Mount the fittings over the luminaires so that they are fixed in the holes according to fig.2. 
6. Connect the plugs or connect to the terminal block. 
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c/c 800 

Rengöringsinstruktioner och återvinningsanvisningar finns på www.zero.se 
Cleaning and recycling instructions are available at www.zerolighting.com
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